
BUS CABLE CONNECTION WITH COMPACT – SPLIT UNITS MK3

Bus cable  
RJ12 6 pins 
connector

Panel cable 
(MCAV) 

standard 3 m 
with panel

Mains supply 

Set to Master for 
the unit with Panel

IMPORTANT
The pressure switch of the slave unit 

must be disconnected and the HP 
terminals left OPEN

The red HP ALM LED will be lit but 
the unit will work under the control of 

the master pressure switch.

Set to SLAVE the 
unit without panel

Set the compressor 
start delay on the 

master & slave unit 
to prevent 

contemporary start

Unit # 2
“Slave”

Unit # 1
“Master”
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